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Use/relationship: 
Site installation drawings provide specific system configuration and layout details about the “As Built” system to be installed at each location.  

These drawings are used by the installation crew to properly position the equipment, install conduits and associated electrical wiring, and describe pertinent equipment layout information necessary to accomplish installation and activation of the systems.
This data item description (DID) contains format and content preparation instructions for the “As Built” drawings describing the system.  GFD Site Drawings are redlined during site survey and as necessary during implementation of the Contractor’s Site Engineering Report (CSER).
Requirements: 
General.  The site instillation drawings shall depict the systems being installed at the various locations.  In addition, specific installation configurations shall be included, as applicable. 

The drawings shall be redlined during the site survey to show all corrections required to depict “as built” configuration and layout details.
The drawings shall also be redlined during site installation to reflect all modifications and other installation actions by the Contractor which deviates from the original redlined version.  

All redline markings shall be sufficiently legible to permit drafting personnel ease in use for updating the originals.

The GFD Site Drawings shall also be marked or otherwise prepared in accordance with the requirements.


