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	6.7.3
	HVAC
	09/2020
	All heating, ventilation and air-conditioning systems that service the leased space must maintain a temperature range of 68-72 degrees Fahrenheit year-round or as dictated in the most recent version of ASHRAE Standard 62, "Ventilation for Acceptable Indoor Air Quality" and ASHRAE Standard 55, "Thermal Environmental Conditions for Human Occupancy". These temperatures must be maintained during hours of operation (as dictated by the lease) throughout the leased premises and service areas regardless of outside temperatures. 
In order to ensure that there is no degradation of air quality or air flow in the leased premises during the term of the lease, Lessor agrees to perform preventative maintenance on all HVAC units in accordance with the corresponding manufacturers operations and maintenance manuals (e.g. check for defects, lubricate, make adjustments, change the filters, cleaned and make other necessary service requirements). Lessor also agrees to service the VAV boxes annually (on or before each lease anniversary date) and provide the service data to the RECO and FAA facility manager. Such service will include checking the temperature ranges, checking all speeds on each fan, cleaning the fans and other components, replacing defective parts and completing other necessary repairs and maintenance. 
	This clause is required in all standard space leases. RECO's must consult a FAA engineer for changes to clause.
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