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	6.8.10
	Drinking Water
	09/2020
	The Lessor must ensure that drinking water provided in the leased space meets the standards prescribed in the Safe Drinking Water Act, 42 U.S.C. 300. The Lessor must test the sources of drinking water in the leased space (faucets, drinking water fountains, ice machines, etc.) on a periodic basis, but no less than every three (3) years, to ensure water quality (e.g., lead, copper, total coliforms). If the Lessor performs plumbing and/or renovation work in the leased space that impacts the drinking water (i.e., replacement of water lines), the Lessor must test the drinking water in the system affected by the plumbing and/or renovation work. The Lessor must implement corrective actions if the drinking water test results are not acceptable under the Safe Drinking Water Act criteria. The Lessor must notify the Government prior to performing all tests and provide a copy of any test report to the RECO and facility management.
	This clause is required in all standard space leases. Changes must be approved by Service Area ATO EOSH or ROSHER for non-ATO.
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