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	6.5.24
	Air Balance Report
	09/2020
	Lessor shall provide an Associated Air Balance Council (AABC) Certified Air Balance Report performed by a certified Mechanical Engineer based upon the approved Construction/Working Drawings. The report shall cover typical air balance requirements for leased premises, and shall include all heating, ventilation, and air conditioning (HVAC) equipment, including (but not limited to):
A. Roof top and/or ground mounted units
B. Trunk lines
C. Variable air volume (VAV) boxes 
D. Ducting to the VAV boxes
E. Supply and return air grilles
F. Ducting to the supply and return air grilles 
The results of the report shall comply with local codes and ASHRAE standards. If there is a conflict between the local codes and ASHRAE standards, the ASHRAE standards will govern and control.
	This clause is required when applicable for use in space leases where build out occurs.
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