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	6.6.2
	Lighting
	09/2020
	Modern, diffused, energy efficient fixtures must be provided that maintain a uniform lighting level of 50 foot candles at working surfaces. Emergency lighting must provide at least 0.5 foot candles of illumination throughout the exit path, including exit access routes, exit stairways, or other routes such as passageways to the outside of the building. Additionally, normal and emergency egress lighting must comply with the requirements of local building and fire codes, as well as, the Life Safety Code NFPA 101. 
	This clause is required in all standard space leases.
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