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	6.6.5
	Floor Load
	09/2020
	All adjoining floor areas shall be:
A. Of a common level not varying more than 1/4 inch over a 10-foot, 0-inch horizontal run in accordance with the American Concrete Institute standards, 
B. Non-slip, and 
C. Accepted by the RECO. 
Under floor surfaces shall be smooth and level. Office areas shall have a minimum live load capacity of 50 pounds per square foot plus 20 pounds per square foot for moveable partitions. Storage areas shall have a minimum live load capacity of 100 pounds per square foot including moveable partitions. A report showing the floor load capacity, at no cost to the Government, by a registered professional engineer may be required by the RECO. Calculations and structural drawings may also be required.
	This clause is required in all Standard Space Leases.  Any changes require approval from regional engineer.
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