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	6.8.15
	Electrical Safety
	09/2020
	The Lessor must ensure electrical safety requirements are met, including grounding, bonding, shielding, control of electrostatic discharge (ESD), and lightning protection requirements, in accordance with:
A. 29 CFR 1910, Subpart S, Electrical
B. FAA Standard HF-STD-001, Human Factors Design Standard, Chapter 12.4, Electrical Hazards
C. DOT Specification FAA-G-2100H, Electronic Equipment, General Requirements
D. National Fire Protection Association (NFPA) 70, National Electrical Code
E. NFPA 70E, Electrical Safety in the Workplace
F. American National Standards Institute/Institute of Electrical and Electronics Engineers (ANSI/IEEE) Standard 1100-2005, Recommended Practice for Powering and Grounding Electrical Equipment
G. DOT Standard FAA-STD-019E, Lightning and Surge Protection, Grounding, Bonding and Shielding Requirements for Facilities and Equipment
The Lessor must ensure that electrical equipment and infrastructure meets minimum clear working space requirements in accordance with 29 CFR 1910.303 and NFPA 70 Article 110.26, and is properly maintained and documented in accordance with NFPA 70E. Any change in the electrical equipment requires review of the current arc flash warning labels to determine if the arc flash warning labels posted meet the current safety requirements. Contact FAA facility manager for procurement of electronic equipment for applications in the National Airspace System (NAS).
	This clause is required in all standard space leases. Changes must be approved by Service Area ATO EOSH or ROSHER for non-ATO.
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