Federal Aviation Administration (FAA) Acquisition Management System (AMS)
Real Estate Contract Clauses

	[bookmark: _GoBack] Clause # 
	Title 
	Date 
	Text 
	Prescription 
	UCF 
	Use 
	Change Type 

	6.8.8
	Indoor Air Quality
	09/2020
	The Lessor must control contaminants at the source and/or operate the space in such a manner that the indicator levels are not exceeded for carbon monoxide (CO), carbon dioxide (CO2), and formaldehyde (CH2O). The indicator levels for office area are as follows: CO less than 5 parts per million (PPM); CO2 - 700 PPM above outdoor air; CH2O - 0.027 PPM. All indoor air contaminant levels in leased space must be kept below appropriate OSHA regulations or OSHA required consensus standards. Air quality systems cleaning is required to prevent the growth of mold, mildew and bacteria. Any visual evidence of these will require immediate sampling and remediation. Moisture/standing water must be controlled to prevent the growth of these.
During working hours, ventilation must be provided in accordance with the latest edition of ANSI/American Society of Heating, Refrigerating, and Air-Conditioning Engineers (ASHRAE) Standard 62, Ventilation for Acceptable Indoor Air Quality and ASHRAE Standard 55, Thermal Environmental Conditions for Human Occupancy.
The Lessor must promptly investigate indoor air quality (IAQ) complaints and must implement controls including alteration of building operating procedures (e.g., adjusting air intakes, adjusting air distribution, cleaning and maintaining heating, ventilation and air conditioning (HVAC) systems, etc.). The FAA is responsible for addressing IAQ problems resulting from its own activities.  
The Lessor must provide SDS to FAA facility management for all chemicals and cleaning solutions at least 24 hours prior to their use in the FAA spaces or other areas of the buildings that might affect air quality in the FAA space(s). Materials should contain low or no Volatile Organic Compounds (VOC) and additional ventilation may be required when using chemicals and cleaning solutions. 
	This clause is required in all standard space leases. Changes must be approved by ATO EOSH.
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